
UDOT Minimum Sampling and Testing Requirement Revised: May 2006

16135 Electrical Junction Boxes

16135

Related Items: 02061 Select Aggregate, 02842 Delineator

Type of Construction: Electrical Junction Boxes

Submittals:

Quality Assurance: Visual Inspection - Refer to UDOT Spec.

Assurance Frequency: Each Shipment

Point of Acceptance: Project Site

Out of Spec Action: Rejection

Documentation/Report:

6/2/2006
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*Performed or approved by Region Lab    **Performed by Contractor and reviewed by Engineer Printed
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